Ordinary Maintenance and Minor Work

N.JA.C. 5:23-2.7 Ordinary maintenance

(& Ordinary maintenance to structures may be made without filing a permit application
with or giving notice to the congruction officid.
(b) Ordinary maintenance shdl not include any of the following:

1. The cutting away of any wall, partition or portion thereof;

2. Theremova or cutting of any structura beam or bearing support;

3. Theremovad or change of any required means of egress, or rearrangement of parts
of agructure affecting the exitway requirements,

4. Any work affecting structurd or fire sefety;

5. Any work that will increase the nonconformity of any exigting building or structure
with the requirements of the regulations,

6. Addition to, or ateration, replacement or relocation of:

i. Any standpipe;

ii. Water supply, sewer, drainage, gas, soil, waste, vent or smilar piping;

ili. Electrical wiring, except that the following shal be consdered ordinary
electrica maintenance:

() Communications wiring in a Class 3 structure provided that the ingtdlation
does not involve the dteration or penetration of afire-rated assembly and isnotina
hazardous | ocation as defined in Chapter 5 of the eectrica subcode.

(A) For the purposes of applying this provision, communications wiring
shdl mean any wiring covered by Chapter 8 of the electricd subcode. Communications
wiring shal dso include data circuits between computers/information technology
equipment, which may be classfied as " communications circuits,” in accordance with
Article 725 of the éectrical subcode; or

iv. Mechanicd or other work affecting public hedth or general safety; or

7. Any work undertaken for the purpose of lead abatement.
(¢) Thefollowing items are ordinary maintenance and shall be treated as such by every
enforcing agency. No permit for, ingpections of, or notice to the enforcing agency of
ordinary maintenance shdl be required. Thisisnot an dl-indusve lising of ordinary
mai ntenance.

1. Ordinary building maintenance shdl include:

i. Exterior and interior painting;

ii. Ingdlation, repair or replacement of any interior finishes of lessthan 25
percent of thewall areain any given room in aone- or two-family dwdling. Thisshdl
include plastering and drywall ingtalation;

(1) Vinyl wal covering of any amount is ordinary maintenance;

(2) Paneling shdl not be consdered ordinary maintenance;

ili. Wall papering & any location;

iv. The replacement of glassin any window or door. However, the replacement
glass shdl be of atype and qudity that complies with the minimum requirements of the
code;

v. The ingdlation and replacement of any window or door, including garage
doors, in the same opening without dtering the dimensions or framing of the origind
opening. Thisshdl include storm windows and storm doors. The installation and
replacement of means of egress and emergency escape windows and doors may be made
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in the same opening without dtering the dimensions or framing of the origina opening,
and shdl not reduce the required height, width or net clear opening of the previous
window or door assembly;

vi. The repair or replacement of any non-structura member such as a partition
ralling or kitchen cabingt;

vii. The repair or replacement of any interior or exterior trim, decoration or
moldings

viii. The replacement or ingtdlation of any flooring materid, except carpeting,
with anew materid. However, inddlation of carpeting in one and two family dwellings
shdl be permitted under ordinary maintenance;

ix. The repair of exigting roofing materia not exceeding 25 percent of the totdl
roof areawithin any 12 month period;

X. Therepair of exigting Sding with like material not exceeding 25 percent of the
totd building exterior wal areawithin any 12 month period;

xi. The repair or replacement of any part of aporch or stoop which does not
structuraly support aroof above;

xii. The replacement or indalation of screens,

xiii. Theingdlation of any roll or batt insulation when ingtaled adjacent to or not
more than one and a haf inches from an interior finish; and

xiv. Replacement of exterior rain water gutters and |leaders.

2. Ordinary plumbing maintenance shdl include:

i. Replacement of hose bib vavesin angle family dwellings. Replacement hose
bib vaves shal be provided with an approved atmospheric vacuum breaker;

il. Refinishing of exigting fixtures. Relining of fixtures shal not be considered to
be ordinary maintenance;

iii. Replacement of bal cocks. Replacement bal cocks must be an approved anti-
sphon type;

iv. Repair of leaks involving the replacement of piping between two adjacent
jointsonly;

v. Clearance of stoppages,

vi. Replacements of faucets or working parts of faucets;

vii. Replacement of valves (including shower or combination bath/shower vaves
in agngle family dweling);

viii. Replacemerts of working parts of vaves, including, but not limited to,
shower or combination bath/shower valves,

ix. Replacement of trgps except for traps on culinary snksin food handling
establishments;

X. Replacement of awater closet, and/or lavatory, and/or bathtub or shower unit
and/or kitchen sink in asngle family dwelling with an gpproved smilar fixture provided
that no change in the piping arrangement is made. Replacement water closets bearing a
date stamp of July 1, 1991 or later must use an average of 1.6 gdlons or less of water per
flushing cyde and

xi. Replacement of domestic clothes washers and dishwashers.

3. Ordinary eectrica maintenance shdl include:

i. The replacement of any receptacle, switch, or lighting fixture rated at 20 amps

or less and operating at less than 150 volts to ground with alike or smilar item.
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Replacement of receptacles in locations where ground-fault circuit interrupter protection
isrequired in the electrical subcode, shal not be considered ordinary eectrical
maintenance;

ii. Repairsto any indalled dectricaly operated equipment such as doorbdlls,
communication systems, and any motor operated device. Provided, however, that if fire
protection systems are interrupted for repairs the fire officid shdl be notified in
accordance with the building subcode;

iii. Ingdlation of communications wiring for communicatiionswiring in aClass 3
structure, provided that the rearrangement does not involve penetration of afire-rated
assembly and is not in a hazardous location as defined in Chapter 5 of the eectrical
subcode;

(1) For the purposes of gpplying these provisons, communications wiring
shdl mean any wiring covered by Chapter 8 of the eectrica subcode, such as telephone,
radio antenna, or coaxia cable TV wiring. Communications wiring shal dso include data
circuits between computers/informetion technology equipment, which may be classified
as "communications circuits," in accordance with Article 725 of the eectrica subcode;
and

iv. Replacement of domestic dishwashers; and

v. Replacement of kitchen range hoods in sngle family dwellings

4. Ordinary fire protection maintenance shal include:

i. The replacement of any sprinkler or smoke detector or heat detector head with a
like device;

ii. Therepair or replacement of any component of afire darm or smoke and hest
detection equipment (other than the replacement of afire darm control pand);

iii. Theingdlation of battery-powered smoke detectors; and

iv. Theingalation of battery-powered or plug-in type carbon monoxide darms.

5. Ordinary heating, ventilation and air conditioning maintenance shdl include:

i. Replacement of motors, pumps and fans of the same capacity;

il. Repair and replacement of heating, supply and return piping and radiation
elements, which does not require rearrangement of the piping system;

iii. Repair and replacement of duct work;

iv. Repair of ar conditioning equipment and sysems, and

v. Repair or replacement of control devicesfor heating and air conditioning
equipment; and

vi. Replacement of kitchen range hoodsin sngle family dwellings.

vii. Replacement of clothes dryers serving and located within dwelling units,
provided that no change in fud type or location or eectrica characteridicsis required.

viii. Replacement of stoves and ovensin dwdling units, provided no changein
fud type or location or eectrica characteridticsis required.

6. Ordinary eevator maintenance shdl include:

i. Thefollowing work on eevator brakes:

(1) Ingdlation of new linings,

(2) Replacement of brake switches, brake stand pivot bushings, and bearings
or the reaming out and use of oversized pins. Replacement or repair of brake magnets,
magnet coils and/or core deeves,

(3) Renewd of phase splitting coils, and
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(4) Re-babhitting of brake pin holes (gearless), and redigning of brake stands
to pulleys.

ii. The following controller/sdector repairs:

(1) Ingalation of overload relays and potentia switches, and ingdlation or
replacement of reverse phase relays,

(2) Replacement of damaged resistance tubes, grids, broken controller panel
sections, main power or brake rectifiers, power and light transformers, and
microprocessor printed circuit boards. Replacement or reconditioning of dash pots and
retarders. Replacement of a controller with alike or with the state of the art controller
when only those features which are available on the existing controller will be made
functiond;

(3) Renewad of switch bases, armatures, hinge pins, coils, contacts and shunt
leads, and

(4) Adjustment of controller to origina design specifications.

iii. Thefollowing work on motor generators:

(1) Ingdlation of four stem brush rigging on exciter, ingtdlation or renewa of
bearing oil gauges, and renewa of deeve or bal bearings,

(2) Replacement of generator armatures, commutators, commutator brushes,
and turning down and undercutting of commutators,

(3) Rewinding of generator armatures, stators and field controls;

(4) Removd for testing on awork bench, reinsulating, banding and
reingdlation of motor generators, and

(5) Repair of solid state drives and adjustments of generator compounding.

iv. The following work on hoist motors:

(2) Ingdlation or renewd of bearing oil gauges, renewd of deeve or bal
bearings, and re-babbitting of deeve bearings (gearless);

(2) Replacement of motor armatures, rotors, motor collector rings,
commutators, commutator brushes, and turning down and undercutting of commutators,

(3) Rewinding of gators, armatures, and field coils, and

(4) Removal for testing on awork bench, reinsuation, banding and
reingtdlation of hoist motors and redignment of motors to worm shafts.

v. The following work on machines

(1) Ingdlation of new demountable drive sheave rims, new drive shafts, new
integra drive sheaves, split couplings;

(2) Replacement of worms, gears, worm shaft housings, thrust bearings, thrust
housings, externd ring gears and pinions, machine drums, solid drive sheaves with
demountable drive sheaves, and sheave bearing. Replacement or repair of siop motion
switches, dack cable switches, replacement of drive sheavelinings. Regrooving of drive
sheaves,

(3) Re-babbitting of main bearings, externa gears and bearings, and worm
shaft housings,

(4) Renewd of deeve bearings, drum buffers, and drum shafts;

(5) Re-securing of loose brake pulleys and realignment of brake pulleys, with
motor gear shaft; and

(6) Removd of bearing shims.
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vi. The following work on hoist ropes, compensating ropes and compensating
chans.

(1) Replacement or re-socketing of hoist ropes and replacement of
compensating ropes or chains, governor ropes, and hitches; and

(2) Shortening of hoist ropes due to a rope stretch.

vii. Thefollowing work on governors.

(1) Re-cdibration, sedling, and reconditioning of governors, or replacement of
governors with like equpment; and

(2) Replacement or reconditioning of governor rope tension sheaves.

viii. The following work on overhead, deflector, car and counterweight sheaves:

(1) Replacement or repair of sheaves, sheave bearings and sheave shafts; and

(2) Re-babhitting of sheave bearings.

ix. Thefollowing work on hoisways:

(1) Replacement of traveling cables and other hoistway wiring;

(2) Repair of counterweights, hoistway switches, hydraulic pistons, ail linesin
the pit, and repacking of packing glands, and

(3) Repair or replacement of hoistway door equipment, rollersrelating cables,
gibs, hdl buttons, lanterns, position indicator sations, and dl existing related equipment,
selector tapes, cables, dust covers, toe guards and hoistway fascia, and repair or
replacement of dl exigting pit equipment with like equipment.

X. The following work on rails and guides.

(1) Redlignment or replacement of main or counterweight rail sectionswith
like products; and

(2) Repair or replacement of guide shoe liners or car and counterweght guides
with like product.

xi. Thefollowing work on cabs:

(1) Ingalation or replacement of main and auxiliary car operating panels,
emergency lighting, communication devices, door protective and reopening devices, car
pogition indicators, and in-car lanterns;

(2) Repair or replacement of operating station on top of cars, door operating
devices, motors, linkages, hangers, etc., hoistway door drive mechanisms, clutches, etc.,
dde emergency exit latching devices and dectricd switches, floor leveling and selector
drive devices, termina dow down and limiting devices, load weighing devices (on top of
car and under car isolation), keyless entry and security devices, top of car intruson
devices, closed-circuit TV survelllance devices, lighting fixtures in the car on top of the
car and under the car; and

(3) Replacement of ceilings with code approved materias, and of door
saddles, cab flooring, wals and panels with materials equivaent to those being replaced
in respect to weight and fire resistance.

Current as of May 1, 2006 Page 5



Ordinary Maintenance and Minor Work

5:23-2.17A Minor work

(8 Theissuance of apermit shdl not be required before minor work may proceed. The
owner, or an architect or contractor acting on behdf of the owner, shdl, however, provide
notice of the work to the enforcing agency before work begins.

(b) Notice of work; application:

1. Notice of minor work shall be a persona or telephoned ora notice before work
commences. Thisora notice shall be provided to the enforcing agency between 9:00
A.M. and 5:00 P.M., Monday through Friday, except holidays. In those cases where the
loca enforcing agency is not open and available to receive notice at those times then
notice shal be provided to the municipa derk;

2. In addition to ord natice, the owner or his agent shal be required to file an
application. The completed application with the fee shall be delivered in person or by
mail to the enforcing agency, within five business days from the date of the ora notice.

(©) Minor work:

1. Minor work shal mean and include:

i. The congtruction or tota replacement of any porch or stoop which does not
provide structura support for any roof or portion of abuilding;

il. Renovation or dteration work in an existing one or two-family dweling,
provided that no primary structural members are dtered in any way, and further provided
that the work does not congtitute reconstruction; and

iii. The removd and replacement of more than 25 percent of the exterior Sding of
aone or two-family dwdling;

2. Minor work shall so mean and include the replacement of any existing plumbing
piping work with new and gpproved materid of like capacity; the ingalation of drinking
fountains and condensate drains in exigting structures; the replacement of existing low
pressure hot water heaters with new ones of like capacity; and the new ingdlation of
lavatories, water closets, tubs, showers, washers or dishwashers, and garbage disposersin
exiging space of one and two-family dwellings where the new ingalation of additional
fixtures can be accommodated with no increase in the Sze of the water ditribution
systemn, water service or house drain;

3. Minor work shdl aso mean and include new dectrica work incidenta to the
ingalation of air conditioning, equipment, clothes dryers, and ranges or ovensin one and
two-family dwdlings, the ingalation of five or less 110 or 220 volt receptacles or
fixtures where exigting circuits and/or available space circuits and service are adequate to
support the load; the replacement of existing wiring with new wiring of the same capacity
provided that the new wiring shall be of atype approved for the use by the code;

4. Minor work shdl aso mean and include the following:

i. The ingalation of any fire detection or suppression device in any one-or two-
family dwdling;

il. Theingalation of aradon mitigation sysem in an exiging one-or two-family
dwdling;

iii. Theingdlation of aburglar darm or security sysem in any sructure;

iv. The ingalation of communicationswiring in any Class 1 or Class 2 ructure
or any Class 3 dructure involving the penetration of afire-resistance rated assembly.
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(1) For the purposes of gpplying this provison, communications wiring shal
mean any wiring covered by Chapter 8 of the eectricad subcode. Communications wiring
shdl dso indude data circuits between computers/informeation technology equipment,
which may be dassfied as "communications circuits,”" in accordance with Article 725 of
the eectrical subcode;

5. Minor work shall not include lead abatement.

6. Minor work on eevator devices shal aso mean and include work as outlined
below and not involving any structurad modification to abuilding and as scoped within
the applicable sections of Part X1l of ASME A17.1 referenced in the building subcode:

i. Alteration to hoistway enclosures (ASME A17.1 Part XI1, Rule 1201.13a,
1203.1a);

ii. Alteration to construction at top of hoistways (1201.1c) and at bottom of
hoistways (1201.1d);

iii. Alteration to hoistways which affects control of smoke and hot gases
(1201.1e);

iv. Congtruction and ateration of machine room and machinery spaces (1201.2,
1203.1b);

v. Ingdlation and ateration of eectrica equipment, wiring, pipes and ductsin
hoistway and machine rooms (1201.3, 1203.1c);

vi. Alteration to pits (1201.6, 1203.1f);

vii. Alteration to bottom and top car counterweight clearances and runbys
(1201.7, 1203.1g, 2508);

viii. Alteration to horizontal car and counterweight clearances (1201.8, 1203.1h);

ix. Additions, dterations or replacements of hoistway entrances (1201.10,
1203.1));

X. Ingtdlation or dteration of hoistway door locking devices, access switches,
parking devices and unlocking devices (1201.11, 1203.1K);

xi. Alteration or addition of power operation of hoistway doors (1201.12,
1203.1m);

xii. Alteration of spring buffers and bumpers (1202.2, 1203.2b);

xiii. Alteration of counterweights (1202.3; 1203.1d and 1203.2¢);

xiv. Alteration of car frames and platforms (1202.4a, 1203.2d);

xv. Alteration of car enclosures, car doors, gates, and illumination of cars (1202.5
except ingalation of new cars, 1203.2¢);

xvi. Use of freight devatorsto carry passengers, hydraulic elevators only
(1203.2));

xvii. Relocation of power unit (1203.3f);

xviii. Replacement of tanks (1203.6);

xix. Addition or dteration of top-of-car operating devices (1202.12a, 1203.83);

xX. Addition or dteration or car-leveling or truck-zoning devices (1202.12b,
1203.8b);

xxi. Alteration of anti-creep leveling devices (1203.8¢);

xxii. Change of power supply, hydraulic eevators only (1203.8d);

xxiii. Addition of rope equalizers (1202.14c, 1203.9c);

xxiv. Addition of auxiliary rope-fastening devices (1202.14d);
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xxv. Alteration of manua operating devices which are provided to manudly
operate elevatorsin case of power fallure;

xxvi. Alteration of handrails on escalaors and moving walks (1207.6, 1208.6);

xxvii. Alteration or addition of lighting and access to interiors and related
electrical work (1207.14, 1208.14); and

xxviii. Alteration of entrances or egresses on escalators (1207.15).
(d) Ingpection of minor work:

1. Ingpections shal be required for minor work and the enforcing agency shal ingpect
any such work within 30 days of the request for ingpection;

2. The congruction officia shal issue a certificate of gpprovd sating that the work
performed under a Minor Work Permit substantialy complies with the UCC. The
ingpection shdl be based upon what isvisible at the time of said inspection and the
certificate of gpproval shdl so indicate.
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